0 1 2 3 4 5 6 i
uy Sl el e Sl L Glor s o Rl

1300

®

©®

® @

6170 5470 6338 6338 6338 6338 6338 7156 2836
I | I | I | | |
@ @ I I | | I I | | .I | I
}
~ 30 min FIRE BOUNDARY CONDITION :
@ ! PROTECTION TO | 60 MIN FIRE RESISTING WALL ! ! ! ! ! @ @ |
NS STAIR ENCLOSURE CONSTRUCTION INDICATED THUS <af < ALL COLUMNS FROM GRID LINE 6 TO HAVE @@ ALL COLUMNS WITHIN EXTERNAL WALLS UP @ — BOUNDARY CONDITION :
60 min FIRE PROTECTION - PROTECT UP TO GRID LINE 6 TO BE 60 MIN FIRE RESISTING WALL
TO & INTEGRATE WITH FIRE PROTECTION 60 min FIRE PROTECTION UP TO EAVES ONLY = CONSTRUCTION INDICATED THUS
DE8 TO FLOOR, EAVES & ROOF BEAMS OVER ! |
- | I | | I | |
() u = EXIT LU, L ZZ Z I e Ll | SR AR IS S O S - Al S e R IR e e e R e e s B R v e e e \ DE4
8 | | —
o ‘ = e = i .
‘- | EXIT QO  — el [ } 8
DG13 | || = ‘ 3
@ 2l 3 ‘ d : - 727 SRR = A 222 Z AR T DG7 (N6)CDING6 N1 ¥ N ¥ %
\ | | NG i | E ?1 8 [{*= " DISABLED %
@ | ‘ I Lle w s I 0 ) - MANAGERS
| 1 & ‘ 1 !l Ll 2 1 il o G m OFFICE | "
WAREHOUSE L1 i e z 8 | ' ’ | - | : ; : 8
5 = 60 min FIRE PROTECTION i, ; s ; ; e : ] CLEANE NG R S SRRICLINE SR ™
b7 TO ALL COLUMNS & BEAMS ROOF BEAMS OVER TO HAVE 60 min FIRE ———— [] [] cupP' 1 G o
5] [ SUPPORTING FIRST FLOOR PRCI)TECTION TO PROTECT ROOF ESCAPE ] ¢ DG10 o ‘ | s —t L |
¢ v} i i % : Sk - . g N L e
! STAIR ENCLOSURE {i : 2 o s - A i . AQ (N20
SOFFIT RAKES = 3 1 3 9 0 fire alarm to be
___________ [+ = ‘ w i 1 i NI = : gl - o e : (] ceiling mounted 2
(::> B = i i g et = = | 2 | I [ ] I I |
% : it bl | | i Eg | 3 : : ‘ i 1 ? ‘ | : I 17 , b
= i : i o | ‘ ¢ | | ‘ iy il | .. | | iy L - SE
h il b7 | | | | | | [ ‘ | | a :
E = 2 Z A G 1 WA A = o B A T e O S o N A A B P L e A A T S e O - | o W i e ‘ 4 i | ) " . T L o £ o e - r & . i
; PSS s s | G D e DI | S T e - g = EH
Y T [ I i iR | : | Llag- i L
I ¢ . St | 2 L Wid
2 e e \ | ! e !
| ‘ 2 i [ 170 % i i S % 0. {
' DG12:- 9 o [ = =] g
i RV Ve | | ' 1/ o
| — \ ‘;. = Ll e e IS A S | N G
2~ \ i i b e
| i ! 1 | | e o om, ,
GOODS -3 ] \ ol U R — iz ] : 2 _Z - A ; _ . S i o
LIET < - i { ‘ : ‘ 1 ; \ | MY w | ‘ ‘ 1 w?
\ NI ; ! = ‘ )0 E | ; * | E‘l, g 3
i NIC JIi — 60 min FIRE PROTECTION - METAL STUD & L ‘ ‘ ‘ ‘ ‘ ‘ } ‘ ‘ A T =7 ‘ S
] N PLASTERBOARD LINING TO BOTH SIDES OF COLUMNS ‘ w ; ‘ ‘ \‘ 3 \ ‘ \ 1 W] \ =l ‘
@ o = 1 - i A== ~TO FULLY ENCLOSE & FIRE PROTECT ALL STEELWORK —— ~ 5 = = = -l e T i = = F— = e =65 s e 7 v Lujif i =iy 5 L N o = = =
- A N =) - PROTECTION TO BE FULL HEIGHT & INTEGRATED s g0 | ; ‘ } ‘ | ‘ Oyl | ‘
g : § N H WITH FIRE PROTECTION OF MAIN.FLOOR BEAMS OVER { e & | ‘ ; 3 ‘ \ Z gt X {
i = : §W' 1 ' ] I/ e \ " i ‘ ‘ <
i NAMA L [exiT i : 5 BT L Y 8w 5 | | il e nl
@ = e R R %W{AY - 5 = ¢ I J\l Ia) : ; L
| Tt | pEe o, (ALY | | 60 min FIRE PROTECTION iy . | g Wic !
1 B ¥ 1IN TO COLUMN UP TO & e & g,» = T S
1 y § INTEGRATED WITH FIRE e & Q| =/ @
--------- e s PROTECTION TO BOTTOM L % % : : \ & s
= @ \ 1 A e | ‘;: = MERCHANDISE AREA =20 \\ -
- 2 N = 1) 1
| | § \ | |1 | I | 1
8 NOTE: GOODS LIFT ONLY - NO —— NN : \ ‘ - ] e Ll 9,
€ CONTROLS ONBOARD - LIFT @ @ = NN ! 1 w s = | RS v - £ i _ 2 X gl | _ i d i
CONTROLS EXTERNAL TO LIFT { N r “ ‘ i }' g P alE e load TR W =y
AS AGREED WITH SUPPLIER @ @ i § | | ‘ o ‘i i B PE e e ] ‘ ‘ S | =
‘ ' 1 | ‘ e e w | r 13 | e e | o R s °
i ‘ | ' lie B ‘ | | | | i \ = i S =
N } i | e 2 5 ‘ | | L . o8| g
1 | . [y | | it 2
§ 1 = ; = o b = L)
@ i _1 I7 & ) & § } = - - | - = = = | = - ~ - H"t.*LI_J o Y 57 | = 5 > s | i W i 7E.I & »: W i ‘A S _I & I
w NI Ii0 & 0 ‘
1 | o X | AR
{IN FIRST FLOOR BEAMS OVER INDICATED THUS - ——— /g @ 3 g \
N~ ALL TO HAVE 60 min FIRE PROTECTION g > > o »
{ f‘ INTEGRATED WITH COLUMN FIRE PROTECTION ! }. '§ E . ‘ )
| NEL | i | | I | N
=] 8N < <
S I [ | g & e )
: |- | | | i =- — | & & 9O
N | | | \ e E ‘ . E N1
N |8l | | 1) | ok . ) e e 5 e | T i oy i
§ NI | Liis & Q ‘ ‘
| §§ ‘ ; ‘ ;“'m +— —{— i m'l : |
| it : | it O :
1 \ | ! e z b £
@ 3 : - - - = - - - . - . - - — e ; - - = o 2 SR . : = e it Ls2 . EXIT . " . %
§ NI | ‘ | |19 TER [] : DG2
§ “ : . J 4 ‘ 1] STEEL TRUSS ZONE | ; (] . i !
! ! \ § i OVER SHOWN HATCHED : LS : Ls3 :
NI i !
§ w [ '1' ] = | |
I g o DB ENTRANCE EXIT Wia
[~ N [N | (=}
8 \ ‘v @ @ i ] LoBBY LOBBY 3
o I § \ | | ¥ ] i i | | -
3]G) : & |
N N LY I |
s 1 - i g i 19— . = 3 . :
N ‘f | | | | | | | |
W - @ | g | e (Pl j '\
N (N 3_ fio s e 3 g 3
N i EXIT | F AV oA IS ) | [rm— | 0
e - = i = Y & § ?1////////,7/7///‘ ,W/WW“WMMWWWWWWaWWWWWWMMWMM N 2 2 2 2 2 e A e = = ey I ki o i o i
| P i [ T il 1 o ke == o I e T T T Y T O O T o i e e e | \’\ JE ] ] e T e i T T IR [ S
' " : 'w F R EE i) \«‘:"‘):I [ — 5//'////}7//1////}/////' VI////””/////////I/I/I//////////////ALI//////////I////////////’///////I/I////////I/I//////I/I////////.IV/////////////L///I/////////I///I//.v%///////////////I//«'///I////////////I//////I//////V/I/I/’//////I////////////I//’///I////////////I//:"/////I//////////I//;V//I/I//////I/I”/////”///Iﬂ”//I//////////I/I/// P ) VO R W O D R R T e e 2 e e} AR DE1 w2 DE2 !
W + N “
I~ * W s -
60 min FIRE PROTECTION 18 \ @ (o) @@
BETWEEN PLANT ROOM i N
. , EXTENSION & MAIN STORE i § GAS& (N @ MINIMUM 1050 <l <@ ALL COLUMNS FROM GRID LINE 6 TO HAVE : ALL COLUMNS WITHIN EXTERNAL WALLS UP : NOTE: AUTOMATIC ENTRANCE & EXIT . \
NN, ELECTRIC NN CLEAR OPENING 60 min FIRE PROTECTION - PROTECT UP TO & TO GRID LINE 6 TO BE DOORS TO FAIL SAFE ON FIRE ALARM
= § i o INTEGRATE WITH FIRE PROTECTION TO 60 min FIRE PROTECTION UP TO EAVES ONLY §
& Rl SR FLOOR, EAVES & ROOF BEAMS OVER - WALL @
Nl COLUMNS REQUIRE FULL ENCASEMENT WHEN o
30 min FIRE PROTECTION N EXPOSED AT CLERESTORY WINDOW ZONE
! TO ESCAPE ROUTE i , @ : : ‘ ! * ! ! !
R o N
@ = L L & - \ N s, i 7 2 s & 2 o 2 & I i 2 = & e 1 = o & i = g ) s 2 2 %
| s s | | |
] | 1 I I | I | I
| | I I | | | | |
| 1300 6170 | 2352 & | 3118 6338 | 6338 | 6338 &l 6338 | 6338 | 7156 | 2836

ALLOW FOR STEEL STRUCTURE FROM GRID LINE 6 TO BE INTUMESCENT PAINT TREATED

ALL NORTH WALL COLUMNS FROM GRID LINE 6 TO BE INTUMESCENT PAINT TREATED
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GENERAL FIRE NOTICE. Ref 1/1033/JK
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"EMERGENCY EXIT ONLY" SIGN 450 x 100mm SELF ADHESIVE VINYL

"KEEP CLEAR" SIGN 200 x 200mm SELF ADHESIVE VINYL

DIRECTION ARROW SIGN WHITE ARROW ON BLUE CIRCLE ON WHITE SQUARE 200 x 200mm"

"FIRE EXIT KEEP CLEAR" SIGN 200 x 200mm MOUNTED EXTERNALLY
"FIRE DOOR KEEP CLOSED" SIGN 80 x 80mm SELF ADHESIVE

"FIRE DOOR KEEP CLOSED" SIGN 80 x 80mm

"FIRE DOOR KEEP LOCKED" SIGN 80 x 80mm

"AUTOMATIC DOORS" SIGN BLACK LETTERS ON WHITE 200 x 200 SELF ADHESIVE q

FIRE ALARM CALL POINT SIGN 80 x 80mm SELF ADHESIVE

FIRE ALARM CALL POINT SIGN 150 x 200mm

"FIRE EXTINGUISHER" SIGN 150 x 200mm
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GROUND FLOOR - FIRE STRATEGY PLAN

"FIRE EXTINGUISHER" SIGN 150 x 200mm SELF ADHESIVE
"NO SMOKING" SIGN 200 x 200mm

"FIRE BLANKET" SIGN 75 x 210mm

"MIND YOUR HEAD" SIGN 400 x 100mm.

"MIND THE STEP" SIGN 400 x 100mm

"WAY IN / NO EXIT" SELF ADHESIVE VINYL SIGN

"WAY OUT / NO ENTRY" SELF ADHESIVE VINYL SIGN -

"FIRE ALARM CONTROL PANEL" SIGN 200 x 150mm

E1 DIRECTIONAL FIRE EXIT SIGN 600 x 200mm LEFT HAND

|> DIRECTIONAL FIRE EXIT SIGN 600 x 200mm RIGHT HAND
DIRECTIONAL FIRE EXIT SIGN 300 x 100mm LEFT HAND

ILLUMINATED FIRE EXIT SIGN

v

FIRE BLANKET
SMOKE DETECTOR

SISIOIGIGIOIORONORCRONE)

FIRE ALARM BELL

FIRE ALARM CONTROL PANEL

( RAFTER TRUSSES DO NOT REQUIRE TREATMENT )

FIRE EXIT SIGN 705 x 150mm (ON DOOR)

FOAM SPRAY AFFF FIRE EXTINGUISHER

CARBON DIOXIDE FIRE EXTINGUISHER

FIRE ALARM CALL POINT (BREAK GLASS UNIT)

FIRE ALARM SMOKE DETECTOR & SOUNDER
FIRE ALARM HEAT DETECTOR & SOUNDER'

PUSH BAR MECHANISM AND "PUSH BAR TO OPEN" SIGN 600 x 100mm (ON DOOR)

VOID MOUNTED SMOKE DETECTOR WITH CEILING MOUNTED INDICATOR

INTUMESCENT PAINT NOTE:

ALL FIRE PROTECTION OF STEELWORK TO BE
PROVIDED BY INTUMESCENT PAINT TO GIVE
THE LEVEL OF PROTECTION NOTED ON PLAN

SIGNAGE NOTE:

FIRE SAFETY SIGNS TO COMPLY WITH BS 5499
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Check all dimensions and levels on site. Only to be used
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Rv. Date By Ap

Note

A 31/5/12 DC GS

Call point & extinguisher added to
customer exit. Automatic door fail
on alarm note added.

B 21/6/12 DC GS

General update for TENDER ISSUE q

Chartered Architects
Chartered Building Surveyors
Interior Designers

CDM Co-ordinators

Glentworth Court, Lime Kiln Close
Stoke Gifford, Bristol BS34 8SR

T 0017931 2062  E:Q0N798] 218k
www.kendallkingscott.co.uk

Kendall Kingscott

Project

Aldi Stores
London Road - Newbury

Client

Aldi Stores Ltd

Drawing Title

GROUND FLOOR
FIRE STRATEGY PLAN

Project No. Drawing No.

Rev.

110578 W207-1B

Scale Paper Size Filename

1:100 At MASTER PLAN
Date Drawn  Checked Status

May2012 DC GS  TENDER




